
14. DESCRIPTION OF AMENDMENT/MODIFICATION  (Organized by UCF section headings, including solicitation/contract  subject matter where feasible.)   

The Solicitation for GENERAL INSTRUCTION BUILDING, PHASE 1, FORT HOOD, TEXAS, is amended as follows:

See Continuation Sheet.

NOTE:  Bid Opening Date remains "26 AUGUST 1998, 2 p.m., local time" as previously announced.

Amendment No. 0001 (CD Rom) is being mailed on 14 August 1998.

8. NAME AND ADDRESS OF CONTRACTOR  (No., street, county, State and ZIP Code)   

AMENDMENT OF SOLICITATION/MODIFICATION OF CONTRACT

The above numbered solicitation is amended as set forth in Item 14. The hour and date specified for receipt of Offers  

MODIFICATION OF CONTRACTS/ORDER
NO.  

E. IMPORTANT:  Contractor  

15B. CONTRACTOR/OFFEROR  

is not,  

copies of the amendment; (b) By acknowledging receipt of this amendment on each copy of the offer  

tended.

Offers must acknowledge receipt of this amendment prior to the hour and date specified in the solicitation or as amended, by one of the following methods:  

(a) By completing Items 8 and 15, and returning  
submitted; or (c) By separate letter or telegram which includes a reference to the solicitation and amendment numbers. FAILURE OF YOUR ACKNOWLEDG-  
MENT TO BE RECEIVED AT THE PLACE DESIGNATED FOR THE RECEIPT OF OFFERS PRIOR TO THE HOUR AND DATE SPECIFIED MAY RESULT
IN REJECTION OF YOUR OFFER. If by virtue of this amendment you desire to change an offer already submitted, such change may be made by telegram or
letter, provided each telegram or letter makes reference to the solicitation and this amendment, and is received prior to the opening hour and date specified.   

is extended, 

B.  

A.  THIS CHANGE ORDER IS ISSUED PURSUANT TO:  (Specify authority)  THE CHANGES SET FORTH IN ITEM 14 ARE MADE IN THE CON-
TRACT ORDER NO. IN ITEM 10A.  

2. AMENDMENT/MODIFICATION NO.  

6. ISSUED BY

11. THIS ITEM ONLY APPLIES TO AMENDMENTS OF SOLICITATIONS

12. ACCOUNTING AND APPROPRIATION DATA  (If required)    

13. THIS ITEM APPLIES ONLY TO MODIFICATIONS OF CONTRACTS/ORDERS,
IT MODIFIES THE CONTRACT/ORDER NO. AS DESCRIBED IN ITEM 14.

THE ABOVE NUMBERED CONTRACT/ORDER IS MODIFIED TO REFLECT THE ADMINISTRATIVE CHANGES  (such as changes in paying office, 
appropriation date, etc.)  SET FORTH IN ITEM 14, PURSUANT TO THE AUTHORITY OF FAR 43.103(b).  

C. THIS SUPPLEMENTAL AGREEMENT IS ENTERED INTO PURSUANT TO AUTHORITY OF:  

D. OTHER  (Specify type of modification and authority)  

is required to sign this document and return

15A. NAME AND TITLE OF SIGNER  (Type or print)  

PAGE   OF PAGES 1. CONTRACT ID CODE  

5. PROJECT NO.  (If applicable)   4. REQUISITION/PURCHASE REQ. NO.  3. EFFECTIVE DATE  

7. ADMINISTERED BY  (If other than Item 6)  

15C. DATE SIGNED 

16A. NAME AND TITLE OF CONTRACTING OFFICER  (Type or print)   

16B. UNITED STATES OF AMERICA  

BY 

16C. DATE SIGNED 

9A. AMENDMENT OF SOLICITATION NO.  

9B. DATED  (SEE ITEM 11)  

10B. DATED  (SEE ITEM 13)   

(   )

(   )

CODE CODE

Except as provided herein, all terms and conditions of the document referenced in Item 9A or 10A, as heretofore changed, remains unchanged and in full force 
and effect.  

is not ex-  

copies to the issuing office.  

NSN 7540-01-152-8070
PREVIOUS EDITION UNUSABLE  

STANDARD FORM 30 (REV. 10-83)
Prescribed by GSA 
FAR (48 CFR) 53.243  

(Signature of person authorized to sign) (Signature of Contracting Officer)

USAPPC V1.00

10A.   
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Item 14.  Continued.

A. SPECIFICATIONS, SECTION 16370.  (Note: All specifications changes
in this amendment; Items (1) Through (9) are changes to section 16370)

(1) Page 16370-5 & 16370-6, Paragraph 1.3 Submittals, SD-01, Data-
Delete the submittal requirement for the  following:

“Fault Current and Protective Device Coordination Study.”

(2) Add the following new paragraphs to this section:

“2.11 SURGE ARRESTERS

Surge arresters shall comply with \-NEMA LA1-\and \-IEEE C62.1-\, \-
IEEE C62.2-\, and \-IEEE C62.11-\, and shall be provided for
protection of aerial to underground transitions. Arresters shall be
intermediate class, rated as shown. Arresters shall be equipped with
mounting brackets suitable for the indicated installations. Arresters
shall be of the metal-oxide varistor type suitable for outdoor
installations.”

“2.12 FUSE CUTOUTS

Medium voltage fuses and cutouts shall comply with \-NEMA SG 2-\and
shall be of the loadbreak open type construction rated 15 kV and of
the heavy duty type. Open link cut-outs are not acceptable. Fuses
shall be either indicating or dropout type. Fuse ratings shall be as
indicated on the contract drawings. Fuse cutouts shall be equipped
with mounting brackets suitable for the indicated installations.”

(3) Delete the following paragraphs to this section:

2.3.2  Liquid-Fill Transformer Nameplates
2.5.2  Copper Conductors
3.6    Transformer Installation
3.10.4 Medium-Voltage Preassembled Cable Test
3.10.8 Liquid-Filled Transformer Tests
3.10.9 Pre-Energization Services

(4) Delete the following selections in Submittal requirements of
paragraph 1.3 for the Electrical Distribution System:

a. Constant Current Regulators
c. Calculations for steel poles and power installed screw foundations
e. Transformers
f. Automatic Circuit reclosers
g. Pole top switches

(5) Delete the following statement in paragraph 2.4.1 Aluminum
Materials:   “Aluminum shall not be used.”

(6) Delete the following statement in the first sentence of paragraph
3.10.3 Ground Resistance Tests: “[each pole ground] [   ]”
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(7) Replace the “[   ]” in the second sentence of paragraph 3.11.1
Onsite Training with the number 8.

(8) Delete the following statement in the last sentence of paragraph
3.11.1 Onsite Training: “[   ] [BETA]”

(9) Replace the “[   ]” in the second sentence of paragraph 3.10.1
General with the number 3.

B.  DRAWINGS

(1) Drawing Sheet G-2, Sequence 00 - Insert in the Index to Drawings;
the following after the last Drawing listed:  

“Sequence   Title                          
    208     BID OPTION 2 - DEMOLITION PLAN”

(2) Drawing Sheet S-1, Sequence 115 - Add the following two notes To:
“TYPICAL PRECAST FLOOR SYSTEMS”

“14. PRECAST SUPPLIER SHALL BE PCI ACCREDITED.

 15. ALL CONCRETE SAMPLING/TESTING OF PRECAST UNITS SHALL BE
PERFORMED BY AN APPROVED COMMERCIAL INDEPENDENT LAB.”


	AMENDMENT NO. 0002
	PAGES 2 & 3


